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Mine Safety and Health Admin., Labor § 18.8 

equipment. When intrinsically safe cir-
cuits are incorporated in a machine or 
accessory, the wiring diagram shall in-
clude a warning statement that any 
change(s) in the intrinsically safe cir-
cuitry or components may result in an 
unsafe condition. The specifications 
shall include an assembly drawing(s) 
(see Figure 1 in Appendix II) showing 
the overall dimensions of the machine 
and the identity of each component 
part which may be listed thereon or 
separately, as in a bill of material (see 
Figure 2 in Appendix II). MSHA may 
accept photographs (minimum size 8″ × 
101⁄2″) in lieu of assembly drawing(s). 
Purchased parts shall be identified by 
the manufacturer’s name, catalog num-
ber(s), and rating(s). In the case of 
standard hardware and miscellaneous 
parts, such as insulating pieces, size 
and kind of material shall be specified. 
All drawings of component parts sub-
mitted to MSHA shall be identical to 
those used in the manufacture of the 
parts. Dimensions of parts designed to 
prevent the passage of flame shall 
specify allowable tolerances. A nota-
tion ‘‘Do Not Drill Through’’ or equiva-
lent should appear on drawings with 
the specifications for all ‘‘blind’’ holes. 

(f) MSHA reserves the right to re-
quire the applicant to furnish supple-
mentary drawings showing sections 
through complex flame-arresting 
paths, such as labyrinths used in con-
junction with ball or roller bearings, 
and also drawings containing dimen-
sions not indicated on other drawings 
submitted to MSHA. 

(g) The applicant may ship his equip-
ment to MSHA for investigation at the 
time of filing his application and pay-
ment of the required fees. Shipping 
charges shall be prepaid by the appli-
cant. 

(h) For a complete investigation 
leading to approval or certification the 
applicant shall furnish MSHA with the 
components necessary for inspection 
and testing. Expendable components 
shall be supplied by the applicant to 
permit continuous operation of the 
equipment while being tested. If spe-
cial tools are necessary to assemble or 
disassemble any component for inspec-
tion or test, the applicant shall furnish 
them with the equipment to be tested. 

(i) For investigation of a hose or con-
veyor belt, the applicant shall furnish 
samples as follows: 

Hose—a sample having a minimum length of 
2 feet; 

Conveyor belt—a sample of each type 8 
inches long cut across the entire width of 
the belt. 

(j) The applicant shall submit a sam-
ple caution statement (see Figure 3 in 
Appendix II) specifying the conditions 
for maintaining permissibility of the 
equipment. 

(k) The applicant shall submit a fac-
tory-inspection form (see Figure 4 in 
Appendix II) used to maintain quality 
control at the place of manufacture or 
assembly to insure that component 
parts are made and assembled in strict 
accordance with the drawings and spec-
ifications covering a design submitted 
to MSHA for approval or certification. 

(l) MSHA will accept an application 
for an approval, a letter of certifi-
cation, or an acceptance for listing of a 
product that is manufactured in a 
country other than the United States 
provided: (1) All correspondence, speci-
fications, lettering on drawings (met-
ric-system dimensions acceptable), in-
structions, and related information are 
in English; and (2) all other require-
ments of this part are met the same as 
for a domestic applicant. 

[33 FR 4660, Mar. 19, 1968, as amended at 43 
FR 12314, Mar. 24, 1978; 47 FR 14696, Apr. 6, 
1982; 57 FR 61223, Dec. 23, 1992; 60 FR 33723, 
June 29, 1995; 60 FR 35693, July 11, 1995; 68 FR 
36419, June 17, 2003; 70 FR 46343, Aug. 9, 2005; 
71 FR 28584, May 17, 2006] 

§ 18.7 [Reserved] 

§ 18.8 Date for conducting investiga-
tion and tests. 

The date of receipt of an application 
will determine the order of precedence 
for investigation and testing. If an 
electrical machine component or acces-
sory fails to meet any of the require-
ments, it shall lose its order of prece-
dence. If an application is submitted to 
resume investigation and testing after 
correction of the cause of failure, it 
will be treated as a new application 
and the order of precedence for inves-
tigation and testing will be so deter-
mined. 
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